WIRING OF SCONCE LIGHTS BYEC,
ECTO MAKE FINAL CONNECTION
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TO EXISTING LIGHTING CIRCUIT AND

TO VERIFY POWER REQUIREMENTS

MDFR NOTE:
REVISED PLAN

MDFR NOTE

EMERGENCY LIGHTING SHALL COMPLY
ITH NFPA 101 7.9 AND NEC 700-12(E)
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E.C. |3 RESPONSIBLE FOR INSTALLATION OF ALL LIGHTING NOT IN DECOR
CLOUD ELEMENTS. E.G. SHALL BE RESPONSIBLE TC PROVIDE FINAL
CONNECTION OF CLOUD ELEMENT LIGHTING TO SINGLE POINT
CONNFCTION.

LIGHTS IN CELING/DECCR CLOUD ELEMENTS INSTALLED IN ELEMENT BY
EC
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CONNECTION TQ EXISTING
LIGHTING CIRGUIT

EXTERIOR SCONCE LIGHTS INSTALLED & WIRED BY SIGN VENDOR. E.C.
SHALL MAKE FINAL CONNECTION TO BUILDING ELECT.
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NOTE: FIXTURES SHOWN ON SCHEDULE MAY NCT BE USCD
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GENERAL NOTES

CONFIRM LIGHTING FIXTURE QUANTITIES WITH
SUPPLIER.

EMERGENCY AND NORMAL LIGHTING MARKED WITH
‘ML SUBSCRIPT SHALL OPERATE CONTINUQUSLY.
PROVIDE UNSWITCHED HOT TO NORKMAL AND
EMERGENCY BALLAST.

. CMCRGIENCY LIGHTING NOT MARKLD WITH "NL*

SUBSCRIPT SHALL OPERATE UNDER CONTROL OF
E-MAX ENERGY SAVER PANEL AS INDICATED. PROVIDE
UNSWITCHED CONSTANT HOT TO EMERGENCY
BALLAST AND SWITCGHED HOT TO NORMAL BALLAST.
ALL CONDUITS ENTERING OR LEAVING
COOLER/FREEZER SHALL BE PROVIDED WITH SEAL-OFF
FITTING WITH COMPOUND PER NEC 300-(7a)

ALL INTERIOR LIGHTING CIRCUITS TO BE WIRED THRL!
THE E-MAX ENERGY SAVER PANEL SEE 14 & 18/EE.D
CONTRACTOR TO FIELD VERIFY CEILING TYPE AND
PROVIDE PROPER MOUNTING HARDWARE.

ALL FIXTURES SUPPLIED WITH LANMPS.

ELECTRICAL CONTRACTOR SHALL VERIFY AVAILABLE
CIRCUITS IN PANEL LP-1 & RELISE EXISTING CIRCLITS
AS AVAILABLE. COCRDINATE CIRCUITING WITH
ARCHITECT AFTER FIELD VERIFICATION GF PANEL
LOADS.
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